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NOTIFY THE ARCHITECT IMMEDIATELY UPON DISCOVERY OF EXISTING CONDITIONS THAT ARE CONTRARY TO THOSE REPRESENTED 
WITHIN THE DRAWINGS
NEW WORK SHALL ALIGN WITH AND MATCH EXISTING WORK EXCEPT WHERE OTHERWISE DIMENSIONED OR DETAILED.
EXISTING DOORS, WHICH SWING INTO ROOMS WHERE NEW FLOOR FINISH IS ABOVE ADJACENT FLOORS, SHALL BE CUT OFF AT 
BOTTOM TO CLEAR NEW FINISHED FLOOR. DOOR BOTTOM SHALL BE SEALED AND FINISHED TO MATCH EXISTING FINISH.
OFFSET ALL DOORS 6” FROM ADJACENT WALLS UNLESS OTHERWISE NOTED.
WHEREVER EXISTING EQUIPMENT, PIPING, DUCTS, ETC. ARE REQUIRED TO BE REMOVED, SUCH REMOVAL SHALL INCLUDE ALL 
ANCHORS, HANGERS, FOUNDATIONS ETC. AFTER REMOVAL, FLOORS, WALLS AND CEILINGS SHALL BE FINISHED TO MATCH 
ADJOINING SURFACES OR AS INDICATED ON ROOM FINISH SCHEDULE.
WHERE PAINT IS CALLED FOR ON WALLS IN RENOVATED ROOMS IN THE EXISTING BUILDING, ALL WALLS WITHIN ROOM ARE TO BE 
PAINTED.
WHERE NO PAINT IS INDICATED IN AREAS WHERE PATCHING IS REQUIRED, NEW WORK IS TO BE PAINTED TO MATCH EXISTING 
ADJOINING SURFACES.
WHERE THE ROOM FINISH SCHEDULE FOR EXISTING CONSTRUCTION CALLS FOR A NEW MATERIAL, THE ENTIRE ROOM IS TO 
RECEIVE THE NEW MATERIAL. WHERE THE ROOM FINISH SCHEDULE CALLS FOR BOTH PATCHING AND A NEW MATERIAL, THE NEW 
MATERIAL IS LIMITED TO AREAS OF NEW CONSTRUCTION WITHIN THAT ROOM ONLY.
SUPPLY BLOCKING AT ALL WALL HUNG EQUIPMENT (I.E.. GRAB BARS, CASEWORK MEDICAL EQUIPMENT. ETC.)
ALL DIMENSIONS SHOWN IN RENOVATED AREAS ARE TO BE VERIFIED IN THE FIELD BEFORE PROCEEDING WITH WORK.
PHOTOGRAPH AND DOCUMENT WORK AREAS TO ENSURE THAT BUILDING AND SITE DAMAGES INCURRED DURING CONSTRUCTION 
ARE REPAIRED TO OWNER’S SATISFACTION.
COORDINATE TRADES TO ENSURE THAT THE BUILDING ENVELOPE IS MAINTAINED. PRESENT ROOF DEMOLITION AND REPLACEMENT 
PLAN TO ARCHITECT AS IT RELATES TO MAINTAINING BUILDING ENVELOPE.
COORDINATE REMOVAL OF ALL FURNITURE AND SIGNAGE BEFORE BEGINING CONSTRUCTION.
COORDINATE ALL UTILITY DISRUPTIONS WITH OWNER.
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